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Initial Comments

This report is of a Followup Survey done by Bob
Getchell and Frank Strickland on August 7, 2015.

The followup survey revealed that all deficiencies
were not corrected, therefore a new plan of
correction is required.

Existing Licensed Fac- No less than '71 Rules

SECTION .0300 - PHYSICAL PLANT

10ANCAC 13F .0301 APPLICATION OF
PHYSICAL PLANT REQUIREMENTS

The physical plant requirements for each adult
care home shall be applied as follows:

(2) Except where otherwise specified, existing
licensed facilities or portions of existing licensed
facilities shall meet licensure and code
requirements in effect at the time of construction,
change in service or bed count, addition,
renovation, or alteration; however in no case shall
the requirements for any licensed facility where
no addition or renovation has been made, be less
than those requirements found in the 1971
"Minimum and Desired Standards and
Regulations" for "Homes for the Aged and Infirm",
copies of which are available at the Division of
Health Service Regulation, 701 Barbour Drive,
Raleigh, North Carolina, 27603 at no cost;

This Rule is not met as evidenced by:

1. Based on observation, the building fire
protection equipment was not installed in
accordance with the 1971 minimum Rules. This
would affect all residents if the fire alarm system
did not detect fire and activate the alarm.

Findings on 8-7-15:
b. At the right end of the facility on the exterior
porch there is a small storage room that has no
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SECTION .0300 - PHYSICAL PLANT
10ANCAC 13F .0311 OTHER
REQUIREMENTS

(a) The building and all fire safety, electrical,
mechanical, and plumbing equipment in an adult
care home shall be maintained in a safe and
operating condition.

(k) This Rule shall apply to new and existing
facilities with the exception of Paragraph (e)
which shall not apply to existing facilities.

This Rule is not met as evidenced by:

2. Based on observation, the building was not
maintained in a safe manner by not maintaining
the fire-resistance rating of building components.

Findings on 8-7-15

a) The wire glass in the Med Room window was
broken out and must be replaced with a similar
fire-rated material, acceptable to the local building
official, which will maintain the required 1hr
fire-resistance rating of the corridor.
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detection connected to the fire alarm system.
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